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Parther

- University of Redlands Facilities Department
- Founded in 1906
- Provide maintenance and repair to 60 buildings
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Problem Statement

- Data exists in multiple formats &
- Keeping data current —

- Risk of loosing documentation
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Data Scrubbing

- Organizing Data

- Data Input

- Merge

- Feature Classes
- 2 Types
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Floor Definition Query
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Merge Polygons

Merge Polygons

Floor Level Feature Classes



Final Geoprocessing
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Final Feature Classes

Buildings
OBJECTID 1= | shape® | 5Q Footage | BLDG Wame- | BLDG Code -
7| Folygen Zm 25366 | Appleton nall | 234
2 | Patygan 21 34761 | East Hal 227

[ 1w [[E]E® ) © out of 2 Selected)
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Buildings Floors Room
floors Rooms
FlooriD = R 1D = R Mo = RmT: Roo De: i Mot
BLDG_Name BLDG_Code = Floor * FlooriD * = == UL m Descripton =

= ¥ [APL_1 APL_101 101 Classroem | <Hull=

¥ | East Hall 227 1 EAS_1 APL_1 APL_102 | 102 Classroom | <Null=
Applston Hall 234 1 APL_1 APL_1 APL_103 | 103 Lab Reasearch Space
East Hall 227 2 EAS 2 APL_A APL_104 104 Lab Reasearch Space
Appleton Hall 234 2 APL_Z APL_1 APL_105 105 Utility Electrical
East Hall 227 El EAS_3 APL_1 APL_106 | 108 Lab instructional Lab

East Hall 227 2 EAS 4 APL_1 APL_108 | 108 Roof Access | <Null=
apr o1 APL 107 107 Rathrnnom Wnmen

(LI 1 v 1 [|[EH|= | 0 out of 232 Selected)
[E 1k E | (D out of 6 Selected)




Geodatabase

Buildings

PK

Bldg_Code

Floor Level

Room

Bldg Name
LOC_Area
FSPRN
Year Built
Sq Footage
Notes

PK

FloorlD

Bldg Name
Bldg Code
Floor

Desecr

Floor Span
Notes
SqFootage

PK

BRm_ID

Safety Assets

Floorll»
Rm_No
Rm_Type
RmDec

PK

Bm_No

RmlID

Floor
LOC_Area
CreatedBy
CreatedOn
ModifiedBy
ModifiedOn
EqType
EqlD
Condition
InspectedBy
InspectedOn
Inspection_Cycle




Cleaning My Room

rDatabase Properties | 2 .|1

Coding Standard —

Domain Mame Description Y
Community Area Community Area
Caendition Caondition
Conference Room Conferencee Room D
IngpectionCycle Inspection Cycle
Kitchen Kitchen
M H Lecture Hall Lecture Hall
Campus use Room description l.ﬁ, oo -
4 3

Domain Properties:
Field Type Short Integer -
Domain Type Coded Values [
Split policy Default Walue

1 1 1 4 Merge policy Default Walue

l Coded Values:

Code Description -
1114 Reasearch Space D
Room type 1113 Instructional Lab
1111 Animal Care
1112 Computer Lab
1 [l b
Ok ) [Concal ) [ oo |




Campus Use

Floor level 1 Floor level 2 Floor level 3 Floor level 4

S
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Campus Use Areas

- Academic
- Administration
- Community
Corridors
- Operations
- Plumbing Areas
| Residential




Room Types

Room Level 1 Room Level 2

Room Level 3

Room Level 4

FloorID APLL

Rm_Mo 102

RmType Classroom

Motes Classroom Typel

50 Footage Classroom Type 2

Classroom Type 3

Room Type
Stairs I ok Room Server
Corridor [l Lecture Hall B ity

P Bathroom [l Community Area [l Roof Access

Ktchen [l Conference Room [Ji] Elevator
- Laundry - Office - Elevator Equipment
Lab [ Storage Custodial

B Classroom [ Network Equipment [l Residence



Safety Assets
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Equipment Type
Fire Bell
Campus Shutoff
Control Panel
Fire Extinguisher
Fire Pull
Heat Detector
OsY
PIV
Riser
Smoke Detector
Strobe
Sub Panel

eature Class Properties

General | Editor Tracking | X Coordinate
ZCoordinate System | Domain, Resolution and Tolerance | Fields
Subtypes | FestureEsent |  Relationships | Repm
Subtype Field: [EqupE v]
Default Subtype: [ﬁ-E Extinguisher - ]
Subtypes:
Code Description -
1502 Fire Control Panel D
1503 Fire Extinguizher
1504 Fire Pull
1505 Heat Detector
1508 Smoke Detector
1507 Strobe b
4 [ 3
Default Values and Domains:
Field Name Default Value Domain -
InspetionCycle 3 InspectionCycle
Rm_ID
LOC_Area
FlooriD
Motes D
Condition Condition b
| 3

Use Defaults

Database Properties

General | Domains

[ »

Kitrhan
™

Domain Properties:

J InspectionCycle n

Kitrhan

Domain Mame Description
Bathroom Bathroom Type
Boolean Boolsan
Classroom Type of classroom
Community Area Community Area
Condition Condition
Conference Room Conferences Room

Field Type Short Integer s
Domain Type Coded Values |:|
Split policy Default Value
Merge policy Default Value
i
Coded Values:
Code Description s
3 Annual D
1 80 days
2 90 days
4 Bi-Annual
v
< [ P
ok | [ Caneel || eepy




Data Is Organized

Geodatabase




Publish as Feature Service

(1 of 4)

Safety Assets Floor Level 1

Floor 1

Rm No 105

Equipment Type Fire Extinguisher
| Equipment ID 1234

Condition Good

Notes This is a test project
Inspection Cycle |60 days|

Inspected By Annual

Inspected Date 60 days

90 days
Attachments:

Bi-Annual




Summary

- Data is available in a single location
- Identify where equipment is located
- Improve safety planning



Questions

Thank You

Mari Escarcega
909-725-8431
escarcega2@gmail.com



